The immune system of vertebrates "naturally" produces hypochlorous acid (HOCl) to fight against bacteria and pathogens. A patented electrochemical technology mirrors the above defense system, allowing the synthesis of HOCl solutions through the electrolysis of water enriched in salts, at the level of a few grams per liter. The system allows for the careful control of the pH of produced solutions, with consequent optimization of their activity. Once the HOCl is introduced into the water system; it is able to remove the biofilm from pipe network; significantly decreasing the level of Legionella colonization; within 8-10 weeks from the beginning of the disinfection approach. The technology has been applied in a variety of healthcare facilities, both in Italy and in neighboring European countries. In the present paper, two successful case studies are briefly presented: Data were obtained from experiences in two different healthcare facilities, one in Italy and the other in Germany. Destruction of biofilm was indirectly testified by an increase of total organic carbon content of water; as a consequence, and because of the dosing of the disinfecting agent, some μg/L of total halomethanes were also formed. However, both compositional features were only observed during the initial stages of the disinfection treatment.
Introduction
Different approaches are currently being used to fight against opportunistic pathogens present in aquatic environments, such as Legionella. Since each method has some pros and, unfortunately, some cons, a universally applicable solution has not been identified yet. The approach described in this study was inspired by observing how the immune system of vertebrates works to defend the body from any form of chemical, traumatic or infectious insult to its integrity (see e.g., [1] ). Nonspecific immunity is substantially based on the activity of neutrophils and macrophages leukocytes, which have the fundamental task to capture and destroy foreign substances, through phagocytosis. Of great importance is the action of myeloperoxidase (MPO), an enzyme that produces hypochlorous acid (HOCl) from hydrogen peroxide (H2O2) and chloride anion (Cl − ), during the neutrophils' respiratory burst [2] [3] [4] . Hypochlorous acid possesses a particularly effective cytotoxic activity [5] [6] [7] . Unfortunately, in contrast to other forms of so-called active chlorine (i.e., hypochlorite and gaseous chlorine), the HOCl molecule is rather unstable, and cannot be stored for long periods and used at request. To produce it, three different methods can be utilized [4] : Hydrolysis of chlorine, electrolysis of chloride-containing solutions, and acidification of hypochlorite. The first and third of the methods have drawbacks and dangers, mainly related with the use or the possible release of gaseous chlorine. As a result, the easiest and safest synthetic path is electrochemical production, through electrolysis of a brine solution. Various approaches exist, which are all based on electrochemical cells, provided with or without a separator to avoid reaction or decomposition of products synthesized at the anodes upon contact with the cathodes. Only a few of them allow the synthesis of a biocide solution under well-controlled and reproducible conditions, and the number of useful devices is further reduced when the constraint of a product with a neutral pH is introduced. The latter is important, as it is linked with the reactivity of the active ingredient [8] [9] [10] [11] and of related chemical equilibria (i.e., conversion of the active chlorine to chlorite and chlorate). In addition, a neutral pH is safer for both the user and the target applications (e.g., minimization of corrosion problems).
The Ecas4 Approach. To meet with the above requirements, an Italian company (Ecas srl) has recently patented a technology that relies upon a reactor with four chambers [12] , as sketched in Figure 1 . As described in the patent application, the incoming solution (having a flow rate comprised between 40 and 160 L/h, depending on reactor size) is distributed between two cathode compartments, and is thus subjected to a single cathodic treatment (cathodes made of titanium are used [13] ). Subsequently, the solution is passed through two anodic treatments in series (typically, the anodes are titanium supports covered with an Iridium-based mixed oxide coating; ruthenium is accurately avoided, being for example not allowed by Italian legislation [13] ).
By feeding the electrochemical reactor with 24V DC, and operating with a dilute brine solution that contains 0.4%-0.5% of NaCl, about 50 A of current are obtained (electrode current density around 250 A/m 2 ), which allow the synthesis of 350-400 mg/L of active chlorine. With reference to the anodic treatments, based on a flow rate of 100 L/h and considering that about 10% of the incoming flow is discarded to control the pH, residence times close to 0.35 s can be estimated. The Ecas approach may be considered as an optimization of the technology for electrochemical activation of water proposed by the Russian school [14, 15] , allowing the production of the so-called anolyte: A solution containing hypochlorous acid. A given pH is rigorously maintained at the desired value by the apparatus through the controlled discharge of part of the catholyte. The suitable bleeding of the latter is accomplished by means of an electric valve, whose functioning is driven by a pH sensor placed on the anolyte output. A conductivity sensor controls the salt content in the diluted brine, and another device measures the oxidation-reduction potential of the anolyte. When a parameter is outside the designated range, the synthesized product is discarded, while automatic regulators try to correct the anomaly. As a result, an anolyte with constant and reproducible characteristics is synthesized, irrespectively from variations in water pressure or other inconveniences (e.g., wear of the catalytic electrode coating).
The benefits deriving from the use of hypochlorous acid (active chlorine at pH ≤ 7.5), compared to those of using hypochlorite (active chlorine at pH > 7.5) can be summarized as follows:
1. Higher disinfectant efficacy of HOCl, with respect to ClO − (about two orders of magnitude, as demonstrated also experimentally; see e.g., [16] ); accordingly, the use of HOCl makes it possible to obtain results comparable to those attainable with the use of hypochlorite, but using lower concentrations. 2. HOCl apparently behaves like a source of hydroxyl radicals, rather than as a chlorine-containing oxidizing agent, thus minimizing the risk of formation of undesired byproducts [17] . 3. A neutral solution does not alter the pH characteristics of the treated liquid (often a potable water), and provides greater assurance concerning possible problems of corrosion for metal piping.
With a second patent application [18] , the technology has been further improved, borrowing the zero-gap principle, i.e., with electrode in direct contact with the separating membrane, from the fuel cell and chlor-alkali industries (see e.g., [19] ). This allows to reduce the salinity of the diluted brine (with benefits in terms of stability of the anolyte and minimization of non-active chemicals), while reducing the possible heating due to ohmic drop (in general, heat is deleterious, both from a chemical point of view as for the stability of the electrodes and of the membrane).
Considering Italy and a few neighboring European countries (Spain, Germany, Slovenia), the effectiveness of the above-discussed anolyte, for the control and possible eradication of Legionella in healthcare facilities, has been extensively verified. In most cases, the same healthcare facilities have carried out comparative tests, in order to attest the effectiveness of the anolyte-based disinfecting system, in comparison to other approaches (systems based on monochloramines, hydrogen peroxide and silver, chlorine dioxide, UV disinfection, thermal shocks). Unfortunately, healthcare facilities are usually not prone to share all obtained results, as this would mean admitting problems of contamination within the water network of the structure. Thus, independent tests have been also carried out by different university groups (in Italy, Germany and Slovenia) in order to investigate on the various aspects of the application. In relation to the applicability to water supply systems, attention has been specifically addressed to rule out possible problems due to corrosiveness of the anolyte, and to the verification of its biocide effectiveness against major pathogens (i.e., Pseudomonas aeruginosa, Staphylococcus aureus, Escherichia coli, Aspergillus niger, Candida albicans). Referring also to the work by other groups, the list of pathogens against which anolytes have been tested so far is impressive, as underlined in a recent review by Reynolds and coworkers [20] .
The present study aims at reporting and briefly discussing some of the data obtained from experiences in two healthcare facilities, one in Italy and the other in Germany.
Methods
The investigations were carried out at the University Hospital of Dresden (Germany) and at the Cardinal Massaia Hospital, Asti (Italy).
University Hospital of Dresden, Dresden, Germany. Due to the positioning of the buildings in a pavilion system, the Dresden University Hospital has used several different hot water systems decontamination methods. Besides the electrolytic process presently under discussion, thermal disinfection, a combination of UV with ultrasound or the filtration of drinking water at the point of use have all been used. Despite several thermal decontaminations, colony counts of Legionella pneumophila in the hot water system of the department of neurology were repeatedly over 10,000 colony-forming units (CFU)/L. Isolates were determined to belong to several serogroups, including serogroup 1 that is associated with a higher virulence. A two-story building of 15 years with 45 beds was selected to assess the performance of the Ecas technology.
Cardinal Massaia Hospital, Asti, Italy. The Asti hospital is organized in six departments, for a total of 471 beds for inpatient admissions and 51 places for day-hospital. In addition, a surgical unit with 11 rooms, a block of Day Surgery and an obstetric room are located on the −1, 2nd and 3rd floor, respectively. The total area of the Asti hospital amounts to 125,000 m 2 ; the daily average attendance is about 450 patients, and the employment index is equal to 90%. Nosocomial infections are prevented by using control measures against Legionella proliferation in the hot water distribution system. The plant is divided into several sub-stations: Each one consists of a heat exchanger, fed by water at 90 °C coming from the main heating plant, 11 vertical tanks and 1 horizontal tank in galvanized steel, internally coated with Teflon. The distribution plant consists of a recirculation loop, in order to keep an optimal temperature in the vicinity of the different peripheral points. The cold water pertaining to the hot water system network is softened at 4 °f. In general, a complete elimination of bacteria is difficult to achieve with any disinfection approach. In this study, the efficacy of two continuous dosing methods for the eradication of Legionella from hospital water supplies has been evaluated and compared. Both approaches require the continuous dosing of a biocide into the hot water system: Method 1 involves the use of an electrochemically activated water (the Ecas anolyte), containing hypochlorous acid at neutral pH, while method 2 relies upon a solution of hydrogen peroxide and silver (Cillit Allsil Super 25 Ag). It is worth mentioning that the latter approach is not always applicable, being for example not permitted by German legislation for continuous treatment of drinking water [21] . The two continuous disinfection systems were installed in the Asti hospital in two distinct water supplies.
In both cases (Dresden and Asti hospitals), the composition of the just-prepared anolyte was as follows: Hypochlorous acid 325 mg/L; pH 7.0 ± 0.1; oxidation-reduction potential (ORP) 850-900 mV; chloride content less than 0.5%.
Sample Collection
Between November 2009 and October 2010, hot water samples were collected from different points of use (showers, sinks) within building 62, Dept. of Neurology, at the Dresden Hospital; the apparatus for the anolyte synthesis was installed and started operating on August 11, 2010.
Concerning the Cardinal Massaia Hospital (where the investigation was launched in late 2008), two samplings from seven different points, within each water system, were performed before the installation of the disinfection plants, and then repeated after three weeks from the installation of the disinfection systems. Subsequently, eight samplings were periodically performed for 5 months (every 2 weeks, during the first 3 months, and once a month for the subsequent 2 months). In total, 70 samples were analyzed for each system.
In all cases, water sampling was performed by means of large containers (>5 liters, collected by leaving an air space in the bottle), adding an excess of sodium thiosulfate (~100 mg, used as inactivating agent) to specimens that contain a residual biocide content. Samples were collected both before and after flushing operations (since stagnant water favors Legionella growth, different results are expected).
Cultures were performed following standard quantitative protocols (detection limit: 20 CFU/L) [22, 23] . Samples (5 liters each) were concentrated by filtration on a 0.2 μm pore-diameter polycarbonate membrane (Millipore, Ireland); then, the suspensions were re-suspended in 5 mL of water and shaken vigorously. Heat treatment for selective inhibition of non-Legionella bacteria were performed as described in [23] . Centrifuged and re-suspended suspensions (1 mL) were sub-cultured on BCYE, BMPA and MWY agar [24] (three replicates, dispensing 0.1 mL each), incubated at 37 ± 1 °C for 15 days, to allow Legionella colonies counting and typing. Results were reported as total counts of Legionella.
The residual biocide content in water samples was quantified during sampling by means of the standard N,N-diethyl-1,4-phenylenediamine colorimetric method [25] . Redox and pH were measured by means of a multiparametric probe.
Biocide Dosing
Once produced, the anolyte is injected in the water network of the structure by means of a diaphragm pump, which must be sized depending on the amount of water to be treated. The concentration of the active ingredient in the anolyte was always between 300 and 400 mg/L (rather low when compared to other forms of chlorine-based disinfectants). The pump is capable of injecting up to a distance of 120 meters and can operate in volumetric or proportional mode. On-line measurement of anolyte concentration takes place by means of a potentiostatic probe, which sends the result to a residual chlorine analyzer, connected to the injecting pump. Two different probes are typically used: One in relatively close proximity and the other located far from the injection point; in this way, the biocide can be suitably dosed, without exceeding the maximum residual disinfectant limits set by the legislation in force.
Results and Discussion

Decontamination of Hot Water System -Dresden University Hospital (Germany)
At the beginning of the monitoring program (see Table 1 ), analyses showed a systemic colonization of the hot water network of the department of Neurology: Colony counts of Legionella pneumophila were repeatedly over 10,000 CFU/L. Within a week from the installation of the HOCl generating unit, a significant reduction in colony counts of L. pneumophila at water outlets was achieved. Colony counts increased slightly afterwards, plausibly because of the destruction of biofilm. However, the contamination completely disappeared after about 8 weeks. No Legionella was detected 6 months later during the manufacturer's recommended inspection. Technical problems such as corrosion or leaching of the piping were not reported. During the first 8 weeks, chemical analyses have determined that the chlorine content in tap water did not exceed 0.6 mg/L. Actually, the German regulation allows a chlorine content in drinking water up to 1.2 mg/L at the injection point, and between 0.1 and 0.3 mg/L at the points of use; exceptionally, the chlorine concentration can be raised up to 0.6 mg/L [21, 26] . Patients and staff tolerated the temporary slightly higher chlorine smell. Obtained results (Table 1) demonstrate an immediate reduction and eventual eradication of microbial contamination by Legionella in the water system, after about two months of operation.
Evaluation of Two Disinfection Systems for Legionella Eradication -Cardinal Massaia Hospital, Asti (Italy)
Pre-treatment samples from water supply 1 showed Legionella contamination of 60-180 CFU/L in the hot water tank, and of 300-16,000 CFU/L in distal points. After starting the anolyte-based disinfection system (method 1: Dosing of active chlorine was between 1.2 and 0.3 mg/L, mean 0.6 mg/L), all samples showed a clear reduction in colony counts (≤100 CFU/L). Samples from water supply 2 showed initial contaminations in the range 180-24,000 CFU/L. After starting the disinfection, by dosing 2 mg/L of hydrogen peroxide (method 2), the contamination reduced to 20-15,000 CFU/L. During the observation period, the product was dosed at variable concentrations and only in the second-last sampling, in the presence of the highest dose of biocide (>25 mg/L), the culture counts were negative. However, the contamination appeared again in the last sampling (H2O2 at 2 mg/L), with values up to 600 CFU/L.
Method 1 proved to be effective in eradicating Legionella from the hospital water supply, with active chlorine concentration > 0.2 mg/L (the Italian legislation suggests a level of 0.2-0.3 mg/L at the point of use [27] ). In contrast, method 2 was not efficient, at least at the biocide concentration proposed by the manufacturer. After the six-months research at one of the twelve hot-water circuits of the large Hospital of Asti, the medical management decided to install the anolyte-producing unit on all hot-water systems and units were installed in all buildings in October-November 2009. Results shown in Figure 2 refer to the first months of operation of the system (the chart legend reports the code of the rooms from where the samples were taken). From 2010 onwards, trends are actually straight lines connecting colony count data comprised between 50 and 100 CFU/L. Occasional rises (never exceeding 300 CFU/L) coincided with maintenance or extended periods of non-utilization [28] . In all cases, the quality of water was investigated before and after the implementation of the anolyte-based system, by analyzing a number of common parameters [29, 30] . In particular, the trend of total organic carbon (TOC) and the formation of halogenated byproducts (total halomethanes, THMs, and chloroform) can be reliably related to the functioning of the system, as shown in Table 2 . Looking at the data, it is evident that the TOC initially increased, as a result of the implementation of the system in the water network, but subsequently decreased, thus suggesting that the biofilm was initially attacked and then destroyed. Since organic substances represent a suitable substrate for chlorination reactions (which are plausibly due to the hypochlorite fraction of the dosed biocide), some THMs are formed during biofilm destruction. Since their amount depends on both the biocide dosed and on TOC, it is expected to decrease once the organic matter is eliminated. The technology is currently applied in many different healthcare facilities, in Italy, Spain, Germany and Slovenia. Test results required by the Australian Water Quality Centre (NATA approved laboratory) confirmed the effectiveness of anolyte against targeted organisms (Legionella pneumophila, Pseudomonas aeruginosa and Escherichia coli); as a result, negotiations are presently in progress with a healthcare facility in Australia to install the first machine.
Since also microorganisms belong to the class of "organic substrates", the anolyte-based approach may be considered as a form of indirect oxidation of organic substances [31, 32] . The alternative direct oxidation [33] [34] [35] [36] undoubtedly represents an interesting approach, maybe also more efficient (the inactivation of microorganisms does not rely only upon the synthesis of a biocide, being also consequence of electric field effects [37] and sudden variations of pH) but the size of the reactor required to treat the entire water flow makes this method often impracticable.
Conclusions
The two case studies have shown that implementation of an in situ electrochemical technology for synthesis and dosing of hypochlorous acid eradicated Legionella contamination from two large hospital water systems.
Although the considered healthcare facilities did not provide us with all available data, the evidences are unquestionably in favor of the effectiveness of the proposed anolyte-based approach. In the two considered case studies, the Legionella colony counts decreased significantly within a few weeks from the beginning of the disinfection treatment. The total organic carbon content of the treated water showed to increase, as plausible consequence of the destruction of biofilm. As a temporary effect, also the level of THMs increased, anyway remaining well below the legislated limit (e.g., 30 μg/L in Italy). The technology demonstrates great potential for applicability in a variety of settings, with no negative consequences to infrastructure or potable water aesthetics. More information on implementation and performance of this system is clearly warranted.
